3-SIDES,
TYP,

Y

RT 8 x 8 0.375, SEE PLAN

L3x2x1/4 x 6" LONG TYP

USC 15 BEYOND, SEE PLAN
RT 8 x 8 0.375, SEE PLAN

\‘ USC 15 BEYOND, SEE PLAN

e

EQ

/’ BRACE - SEE PLAN

DETAIL: UPPER PLATFORM BRACING CONNECTI
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CJP, TYP /
/
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~ \ BRACE NOT SHOWN FOR CLARITY
/ Phg
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DETAIL: MITERED CONNECTION [ DETAIL: TYPICAL BEAM END CONNECTION
SCALE: NTS S-5 SCALE: NTS
T/GUARD 4 __ _ T/GUARD g4
I . / )
RT2.0 x 2.0 x 0.188, CONT.
RT2.0 BEYOND RT2.0x2.0x0.188 @ 4'-0"
\\| \\| 0.C.MAX. SPACING
RT1.0x1.0x0.095 VERT, CLR
\| SPACING BTW VERT SHALL &
BE NO MORE THAN 3 7/8" ¥
TYP TYP
Ye" %
[ ]
7”r8 7”_08
& T/ WALKING SURFACE 4 B} T/ WALKING SURFACE g4
. 7
5 S \\
<
3 SIDES
X®:
— S—x1

EXTERIOR BEAM, SEE PLAN

DETAIL: GUARDRAIL |
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5/18/2018
6/28/2018

11/16/2018

ISSUED FOR PERMITTING - REVISION 1

ISSUED FOR REVIEW
ISSUED FOR PERMITTING

A\ | Abpenpum 1

& savaniiih

THE CITY OF SAVANNAH
5515 ABERCORN STREET
SAVANNAH, GEORGIA 31405

COLLINS
ENGINEERSz

COLLINS ENGINEERS, INC.
1481 DEAN FOREST ROAD, SUITE A
SAVANNAH, GEORGIA 31405
PH: (912) 7900123

S-5 SCALE: NTS

EXIST RAMP, SEE PLAN

BEAM, SEE PLAN

REMOVE PORTION OF EXIST
BASE PL THAT CONFLICTS WITH
NEW PLATFORM INSTALLATION

REMOVE EXIST
PAVERS/MORTAR AS
REQD TO FACILITATE

INSTALLATION OF
PLATFORM

SEE SHEET S-6 FOR
BENT PLATE

42"
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DETAIL: EXISTING BASE PLATE TRIMMING

3 SIDES, TYP

SCALE: NTS

EXTERIOR BEAM, SEE PLAN

DETAIL: GUARDRAIL Il

BRACE - SEE PLAN |/ _
2 DIA. HILTI RE-500 ADHESIVE
ANCHOR OR EQUIVALENT.

_

EMBED 8" MIN. INTO EXIST CONC. I

MIN. EDGE DISTANCE = 12" FROM /O I
BOTTOM OF CONCRETE CAP.

MIN. EDGE DISTANCE = 13" FROM

EDGE OF PLATE, TYP.

\ °

"

COLLINS ENGINEERS INCORPORATED

CONTROL NUMBER: 0231955
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DETAIL: CONNECTION AT EXIST PILE CAP VA T
SCALE: NTS S-5 "
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